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 This paper evaluates the harmonic distortion generated by PWM motor 
drives in an electrical industrial system of a wheat flour mill company. For 
this, a comparative study between two industrial circuits connected at the 
same point of common coupling (PCC) with similar characteristics of load 
and transformers is presented. The difference is that one circuit has PWM 
motor drives and the other does not have them. In the study, a practical 
method based on the statistical characterization of the total harmonic 
distortion of voltage (THDV) and current (THDI), individual voltage 
distortion (IVD), individual current distortion (ICD) and K-Factor is applied. 
As result, it was observed that PWM motor drives generated voltage 
harmonics mainly of fifth and seventh order with values that exceed limits 
established by standards in both circuits. With these values, the operation of 
elements such as capacitors, motors and transformers can be affected. In the 
work is also demonstrated that in the analysis of harmonics is necessary to 
consider various parameters and not only one. 
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The problems associated with power system harmonics are reflected in the increase in the use of 
non-linear loads in new technologies. It is estimated that more than 50% of the European and US loads will 
contain power electronics in the near future [1]. In industry, there is a widespread use of motors supplies 
from several types of solid-state adjustable voltage–frequency controllers (VSDs) [2]. Among these, the 
pulse width modulation (PWM) motor drives are the most common used because of several advantages 
compared to various other VSDs [3]. High reliability, robustness, low cost, an efficient and fast induction 
motors control in many automated industrial applications and the possibility of saving up to 60% of energy, 
are the main reasons for the extensive use of PWM motor drives [4]-[6]. However, the operation principle of 
PWM motor drives and its electronic composition, produce distortion on voltage and current waves with 
abundant high-frequency harmonics [7].  
Harmonic voltages increase magnetic core losses in motors and transformers, while harmonics 
current increase losses in winding and structure of most of the components of electrical systems. These losses 
cause temperature rise and life-span reduction [8]. Some investigations have studied the effects of harmonics 
produced by PWM motor drives or by others non-linear devices on electrical industrial systems elements, 
focusing on motors, transformers and capacitor banks.  
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In [2], is observed that the PWM inverter could increase the copper losses of motors in more than 
50%. In [1],[9], a curve of reduction of motor life as a function of harmonics of fifth order, shows that motor 
life expectancy begins to reduce from an individual voltage distortion (IVD) value of 3%. In [10], the 
operating temperature of a motor of 1.5 kW increased in 6.8% and a possible reduction in the lifetime of 
44.5% is observed, when is supplied from a three-phase bridge type thyristor inverter. 
Some studies demonstrate that the harmonics of fifth and seventh order are the most harmful for 
motor operation [11],[12]. In [11], a 100 hp motor supplies with 6% of IVD of fifth-order harmonic, reduced 
its motor life in 18%. In [12], is demonstrated that the efficiency is reduced by 3%, in a 1.5 kW motor 
operating in the presence of harmonics of fifth and seventh order. Harmonics also have significant effects on 
the oscillations frequency of torque and vibrations [13]. Studies demonstrate that with typical values of 
harmonic distortion combined with the maximum levels of voltage unbalance allowed by [14], are sufficient 
to introduce vibrations levels under which continuous operation of the induction motor is not recommended 
[13]. 
The discharging bearing current is an important effect caused by PWM drivers in motors [15],[16]. 
This phenomenon, produced by the common mode voltage of PWM inverter, causes increase friction 
between the races and rolls and damage of bearing in a short time. Other studies show that inadequate 
programming of amplitude modulation ratio (M) and switching frequency (fc) of PWM drivers, increases 
significantly the eddy current losses of motors, reducing its efficiency [17],[18]. Losses and life expectancy 
in transformers depend on the level of harmonics and the transformer load [19]. In [8], is observed that core 
losses could be increased up to 15% in a three-phase distribution transformer, due to effects of higher-order 
harmonics current produced by nonlinear domestic loads. 
The K-Factor is a parameter used for analysis of the effects of harmonics current on transformer 
losses and the reduction in the life expectative [20]-[22]. By using K-Factor can be calculated the additional 
heating in transformer windings associated with harmonic currents [20]. The K-Factor is used in [21] for 
studying the potential reduction of transformer life-span. For a 25kVA pole-type oil-immersed distribution 
transformer, working with (K-Factor=12), relative temperature increases in 6.6C in the transformer core. In 
[22] is analysed the influence of harmonics generated by adjustable-speed drives in the design and 
application of transformers. 
The principal effects on capacitors working in the presence of harmonics are the premature 
breakdown of dielectrics, temperature rise and rustling of capacitors bank [23],[24]. In [23], is show that each 
harmonic order affects in a different way to capacitor dielectric, among these, third-order harmonics is the 
most harmful [23]. The failure of the dielectric on low voltage power capacitors due to harmonic resonance 
effects is analysed in [24]. The study carried out on 25 banks of capacitors showed that harmonics with THD 
voltage higher than 5% caused that 56% of the banks had a useful life only up to 4 months [24]. 
Due to the issues discussed, the evaluation of power quality in electrical industrial systems is 
important to identify the presence of high levels of harmonics and take actions to reduce its effects on 
motors, capacitors, transformers and others devices [25]. In [19], a study of energy quality in two-distribution 
transformers of two buildings in a University is carried out. In [8], the power quality in a distribution 
transformer that feeds a residential power grid is analysed. In [26], the quality of the energy and the 
harmonics in an electrical circuit with personal computers are characterized. The impact of sugar centrifugal 
process on power quality of a sugar industry electrical grid is studied in [27]. The energy losses due to 
harmonics generated by nonlinear loads in residential, commercial and office loads are studied in [28]. 
Unlike the works discussed above, this paper evaluates the harmonic distortion generated by PWM 
motor drives and the impact on the power quality in an electrical industrial system of a wheat flour mill 
company. In Section II, the method, harmonic distortion parameters, statistical tools, and evaluation criteria 
used, are described. In Section III, results and discussions of evaluation of harmonics distortion generated by 
PWM motor drives in two industrial circuits are presented. Circuits have similar characteristics of load and 
transformers and are connected at the same point of common coupling (PCC). The difference is that one 
circuit has PWM motor drives and the other one does not include it. 
 
 
2. RESEARCH METHOD 
2.1. Harmonic Distortion Parameters. 
The applied method is based on characterizing the harmonics generated by the PWM motor drives 
from the harmonic distortion parameters: total harmonic distortion of voltage (THDV), total harmonic 
distortion of current (THDI), individual voltage distortion (IVD), individual current distortion (ICD) and K-
Factor.  The parameters THDV, THDI, IVD and ICD are defined in the IEEE Std-1159-2009 standard [14] as 
following: 
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Where, the subscript k represents harmonics order and subscript 1 represents fundamental 
component. In 69 kV and below, with the ratio among the maximum short-circuits current (Isc) and the 
maximum demand load current (IL) between 100 and 1000 at PCC; the limits of THDV, THDI, IVD and 
ICD are observed in Table 1 [14]. 
 
 
Table 1. Limits of THDV, THDI, IVD and ICD 







K-Factor is a harmonic distortion parameter that considers the harmonics current effect on 




The additional heating due to the square of the per unit harmonic load currents and the square of the 
harmonic order is the characteristic that dominates premature breakdown of transformers supplying non-
sinusoidal currents, due to abnormal winding temperature rise [21]. Because the K-Factor considers 
frequency, it is the most accurate and the most useful method to estimate nonlinear load harmonic content for 
the specification of dry-type power distribution transformers [22]. 
 
2.2. Statistical Tools for Harmonics Analysis 
Field measurements indicate that voltage and harmonics current are time-variant due to continuous 
changes in system load conditions [14]. Variations often occur rapidly in a non-deterministic or random 
form, so is necessary to use statistical tools to quantify harmonics level [29]. The average value, the 
probability distribution function and the correlation between THDV and THDI, are statistical tools used in 
the applied method. 
Average value of THDV, THDI, IVD, ICD and K-Factor, are a reference to compare the level of 
harmonics between areas and with standards limits [20],[14].  Because of the variation in harmonics 
behaviour, the average value is not enough, so the use of probability distribution function is recommended 
[29]. The probability distribution function gives the summation of all the intervals in which the variable 
exceeds a certain level, e.g. the limit set by standards [29]. This tool can be applied with the help of the 
graphical user interface "dfittool" of Matlab. The correlation between THDV and THDI allows analysing 
both, the influence of harmonics current generated by nonlinear loads on the voltage waveform of feeders 
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2.3. Method 
The steps of the applied method for the evaluation of harmonic distortion generated by PWM motor 
drives on electrical industrial system are: 
1.  Selecting of two areas fed from two transformers with equal properties connected to the same point of 
common coupling (PCC). Areas have motors with similar features and operating regime. In one of the 
area, motors use PWM motor drives, while in the other area does not have PWM.   
2.  Measurement with power quality analyser from the secondary of transformer, the electrical parameters, 
mainly the following harmonic distortion parameters: THDV, THDI, IVD, ICD and K-Factor.The 
recommended monitoring period is defined as a complete working cycle [14]. 
3.  Statistical analysis of the behaviour of THDV, THDI, IVD, ICD and K-Factor. 
4.  Evaluation of the harmonic distortion parameters considering standard [14]. 
 
 
3. RESULTS AND ANALYSIS 
3.1. Case Study 
The effects of harmonics generated by PWM motor drives were studied in two areas of a wheat flour 
mill company. In both areas, all the milling process is carried out. Two equal independent dry-type power 
distribution transformers of 1500 kVA supply energy to both areas. The two circuits are close to each other 
and are connected to the same PCC. The total load of each area is similar, with 1203 kW of installed power, 
and 130 induction motors from 0.18 kW to 110 kW each one. The main differences in both areas are 
following: 
 In Area A, there are 50 PWM motor drives of six and twelve pulses with a total capacity of 159.6 kW 
installed in the main motors of the milling process. Each mill receives the feedstock from a PWM motor 
drive system of 0.75 kW. In addition, there is a turbine-motor of 110 kW, fed by a PWM motor drive. 
Others small motors employ PWM motor drives. Table 2 shows the general characteristics of the PWM 
motor drives. 
 In Area B, PWM motor drives are not used. The mills receive the feedstock from a mechanical drive. The 
turbine-motor of 110 kW and other small motors are fed directly from the network. 
 
 
Table 2. Characteristics of PWM motor drives 
Quantity Power (kW) Manufacturer Pulses 
1 110 Siemens 12 
24 0.75 Allen-Bradley Power Flex 6 
16 0.75 Altivar- Schneider Electric 6 
5 2.23 Sew 12 
4 2.1 Power Flex 4M 6 
Total 159.6   
 
 
For the analysis, the electrical parameters were measured with two identical power quality and 
energy analysers Fluke 435 II. The instruments registered the electrical parameters at the same time during 
one week in the secondary of each transformer. Figure 1 shows the general electrical scheme of two areas. In 
Figure 1, Mm represents the mills motors, Mf the motors that supply the feedstock to mills and M represents 
the rest of motors including a turbine-motor. 
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Figure 1. Scheme of two areas 
 
 
3.2. Behaviour of Harmonic Distortion Parameters 
Figure 2 shows the behaviour of THDI and THDV during the registered period in areas A and B. 
Figure 2 (a) shows that in the circuit with PWM motor drives connected (Area A), the THDI is greater than 
the circuit without PWM motor drives (Area B). The THDI values in Area A, exceed 15%, the limit 
established by the IEEE Std 1159-2009 [14]. Figure 2 (b) shows that in both circuits the THDV has a variable 
behaviour around similar values. In both cases, the THDV is near and less than 5%; only some points exceed 
this limit. 
This demonstrates that distortion on the current waveform in a circuit is a direct consequence of 
PWM motor drives. In addition, the THDV caused by nonlinear loads in Area A, affects the circuits 





Figure 2. Variation of (a) THDI and (b) THDV in both areas 
 
 
Figure 3 presents the graphs of probability distribution function corresponding to registers of THDI 
and THDV previously observed. In Figure 3 (a), probability distribution function allows specifying that in 
Area A, 81.74% of data are above 15%, limit established by standard [14] for THDI. In Area B, all values of 
THDI are lower than 15%.  In Figure 3 (b) is observed that in Area B, only 4.56% of data exceeds the limit of 
5% set by [14] for THDV; in Area A, this value is not reached. Nevertheless, taken 4% as a reference of 
THDV, it is observed that in Area A, in general, the THDV is greater than in Area B throughout all period, 
although is below the limit of 5%. It is important to note that although in Area A the THDV does not exceed 
the limits set by [14], the THDI generated by PWM motor drives has high values that exceed the stablished 
limits. 
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Figure 3. Probability distribution function of (a) THDI and (b) THDV in both areas 
 
 
To determine the relationship between THDI and THDV, a scatter plot for each area with the 
corresponding linear fit was obtained. This is shown in Figure 4. In the circuit of Area A, the correlation 
coefficient is only 0.0236, indicating that there is no simple relationship between THDI and THDV. This is 
because the THDI is caused by the combination of PWM motor drives of the circuit and the effect of THDV 
of network. In the circuit of Area B, the correlation coefficient is 0.8684. In this circuit, there are not 
nonlinear elements; therefore, the high correlation indicates that the THDI is a direct consequence of THDV 






Figure 4. Scatter plot of THDI as function of THDV, (a) area A, (b) area B. 
 
 
The analysis of the individual harmonics is important because each level of harmonic according to 
its sequence has a different impact on the elements and devices of electrical circuits [12],[14]. The average of 
measurements of IVD and ICD in both areas is presented in Figure 5 in bar graphs. In the circuit of Area A, 
because of the presence of PWM motor drives, the ICD of each harmonic level is higher than the circuit of 
Area B, where there are not PWM motor drives. In the circuit of Area A, the average of ICD of fifth-order 
harmonic exceeds the limit of 12% set by [14].   
Concerning IVD, an affectation is observed in both circuits with harmonics of fifth and seventh 
order mainly. Voltage harmonics of fifth order in Area A, are higher to those in Area B, while in Area B, 
voltage harmonics of seventh order are higher to those in Area A. In Area B, the average of IVD of the 
seventh order exceeds the limit of 3% set by [14]. 
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Figure 5. Average of ICD and IVD in both areas 
 
 
The figure shows that in both circuits, there are current and voltage harmonics from second to 
thirteenth order. Nevertheless, theoretically, six-pulse converters should generate harmonics of (6k ± 1) order 
[14], therefore, should not be presented even harmonics or third-order harmonics. However, in [30],[31] it 
demonstrates that in some cases may appear new even and odd harmonics referred to as no-characteristic or 
atypical harmonics. This is due to several defects in inverters such as: asymmetry, inaccuracy in thyristor 
firing times and imperfect switching time and filtering [31]. To observing the behaviour of IVD and ICD of 
the most significant harmonics, Figure 6 shows the graphs of probability distribution function of harmonics 





Figure 6. Probability distribution function of (a) ICD and (b) IVD in both areas 
 
 
Figure 6 (a) confirms that ICD of fifth-order harmonics are the most significant and circulate in the 
circuit of Area A. The 53.08% of registers exceed the limit of 12% set by [14]. In the circuit of Area B, only 
3.69% of ICD of seventh-order harmonics exceed the limit. In Figure 6 (b), is observed that IVD most 
significant are of fifth-order harmonics in the circuit of Area A, and seventh-order harmonics in both circuits. 
In Area A, 22.03% of data corresponding to fifth-order harmonics and 43.48% of data of IVD of seventh-
order harmonics, exceed the limit of 3% set by [14] for IVD. Area B is the most affected by harmonics of 
seventh order with 75.86% of the data exceeding the limit of the standard. 
Is noteworthy that although the values of THD were below the limit of [14], the values of IVD 
exceed the corresponding established limit. Low-frequency harmonics of the fifth and seventh order 
generated by PWM motor drives are very harmful, because the impedance of the system for these harmonics 
is low, and facilitated the flow of harmonic currents. For that reason researches prioritizes the study based on 
low order harmonic [8],[9],[11],[12]. 
According to [23],[24], the values achieved of IVD and ICD in harmonics of fifth and seventh order 
generated by PWM motor drives, would be sufficient to cause resonance and multiplication of the harmonic 
currents and voltages affecting the capacitors. In [9],[11],[12] it is shown that with the behaviour of IVD in 
the two areas, losses and heating in motors is increased. Therefore, its efficiency and life expectative is 
reduced. The other parameter directly related to the effect of harmonic distortion on transformers is the K-
Factor. Figure 7 presents the K-Factor in the two areas and its comparison with the design value (K-
Factor=1) of used transformers. 
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Figure 7. K-Factor in areas A and B 
 
 
According to (5), the K-Factor depends directly on the harmonic current. For this reason, K-Factor 
in the transformer of Area A, is greater than in transformer of Area B. In transformer of Area B, K-Factor 
value is close to its design value; however, in the transformer of Area A, K-Factor values are about seven, 
well above of design value. This could cause an additional heating and reduction in life due to harmonics in 
this transformer [20]-[22]. 
 
3.3. Summary of Results 
The average values of the parameters analysed are shown in Table 3. As can been observed, the 
parameters depending on voltage harmonics don’t have a clear difference between areas. However, the 
parameters depending on current harmonics are greater in Area A.   
 
 
Table 3. Harmonic distortion parameters 
Parameters Area A Area B 
THDV (%) 4.06 3.59 
THDI (%) 17.72 4.67 
IVD 5th (%) 2.59 0.75 
IVD 7th (%) 2.91 3.49 
ICD 5th (%) 12.88 1.10 
ICD 7th (%) 7.47 4.47 
K-Factor (%) 7.32 1.12 
 
 
These results confirm that the voltage harmonics generated by nonlinear loads such as PWM motor 
drives, affects the whole network and the PCC. Meanwhile, the parameters of current harmonics depend 
mainly of nonlinear loads present in the circuit that generates those harmonics. Results also demonstrate that 
in this case study, it is necessary to take actions such as the installation of active filters to mitigate harmonics 




The investigations carried out so far and the results of this work demonstrate that although there are 
standards establishing the allowable level of harmonics in the network and have been developed new 
technology for its mitigation, harmonic distortion in electrical networks generated by PWM motor drives 
remain an ongoing problem.  
The analysis of harmonics in industrial electrical systems should be performed taking into account 
various parameters of harmonic distortion and not only one. In the case study analysed, it was observed that 
the THDV was below the established limits by IEEE Std 1159-2009. However, the THDI, IVD, ICD and K-
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